Element Installation Instructions

INSTALLATION PROCEDURE

]
Wrap PTFE tape around the blanking plug i E Befare starting place a dust E
and bleed valve threads insert into the top ' : sheet on the ground to :
of the radiator tighten with spanner. s ' preventdamage and any |
X ! spillage. !
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, Turn radiator upside

¢ down and fill with a

¢ combination of water
! and a rust inhibitor
]

1]

]

'

]

90% water5% inhibitor
allow 5% air for
expansion.
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Electric Only

INSTALLATION PROCEDURE

Wrap PTFE tape around the blanking plug
and element threads insert into the bottom
of the radiator and tighten with spanner.
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H Please make sure the heating ; S
' elerent is tightened securely. | N.B please note the electrical
' H 1 wiring rmust be carried out by |
! ' | aqualified tradesperson, '
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